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J51.1 Water Distribution System Metering 
J51.1.1 Existing Water Sub-Meters 
Andrews AFB uses no automated meter reading (AMR) system.  The choice of AMR system 
is left to the utility owner.  

The Contractor shall coordinate with 89th Communication Squadron when installing 
connectivity for new meters to insure compatibility with existing Air Force radio frequency 
(RF) systems if a RF system is used. 

Table 5 lists the existing (at the time of contract award) sub-meters.  These meters are used 
to determine the amount of water used by tenants at the Base for billing and/or water 
conservation purposes.  The Contractor shall provide meter readings once a month for all 
sub-meters IAW Paragraph C.3.3 and J3.6. 

Table 5 
Existing Water Sub-Meters 
Water System Andrews AFB 

Meter Location  Meter Description   Meter Location Meter Description  

Bldg 1050 BB-11 Main 
Mechanical Room 

8-inch  Bldg 1805 Four 
Seasons Store 

1 ½-inch 

Bldg 1050 D Wing 
Crawl Space 

8-inch  Bldg 1810 Burger 
King 

2-inch 

Bldg 1051 Wing KB 4-inch  Bldg 1811 New BX 
Water No. 1 

4-inch 

Bldg 1075 East 
Mechanical Room 

2 ½ -inch  Bldg 1811 New BX 
Water No. 2 

4-inch 

Bldg 1075 West 
Mechanical Room 

2-inch  Bldg 1811 New BX 
Water No. 3 

4-inch 

Bldg 1076 Temporary 
Lodging Facility 

2-inch  Bldg 1845 Security 
Police Operations 

1 ½-inch 

Bldg 1235 MWR Supply 1 ½-inch  Bldg 1889 NCO Club 4-inch 

Bldg 1236 Automotive 
Shop 

1-inch  Bldg 1892 Swimmers 
Bath House 

3-inch 

Bldg 1624 Dormitory 4-inch  Bldg 2487 Station 
Police 

2-inch 

Bldg 1631 Dormitory 4-inch  Bldg 3106 ECM Pod 
Shop 

2-inch 
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Meter Location  Meter Description   Meter Location Meter Description  

Bldg 1672 Bowling Alley 2-inch  Bldg 3415 
Communications 

Facility 

2-inch 

Bldg 1673 Clothing 
Sales 

2-inch (Broken)  Bldg 3755 
Mechanical Room 

2-inch 

Bldg 1683 Home 
Traditions Retail Outlet 

2-inch  Bldg 4442 Golf Club 
House 

2 ½-inch 

Bldg 1684 Commissary 8-inch    
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J51.1.2 Required New Water Sub-Meters 
The Contractor shall install and calibrate new sub-meters as listed in Table 6. All sub-meters 
installed by the Contractor shall be capable of being read remotely.  The meters shall also 
have the multiplier permanently affixed to the face of the meter. New sub-meters shall be 
installed IAW Paragraph C.13.4.2, Transition Plan.  After installation, the Contractor shall 
read these meters IAW Paragraphs C.3.3 and J3.6. 

Table 6 
New Water Sub-Meters 
Water System Andrews AFB 

 
Meter Location  Specific Meter 

Requirements  
 Meter Location  Specific Meter 

Requirements 

Bldg 1025 None.  Bldg 1840 None. 

Bldg 1026 None.  Bldg 1841 None. 

Bldg 1040 None.  Bldg 1900 None. 

Bldg 1041 None.  Bldg 1914 None. 

Bldg 1042 None.  Bldg 1914 None. 

Bldg 1043 None.  Bldg 1914 None. 

Bldg 1044 None.  Bldg 1914 None. 

Bldg 1045 None.  Bldg 1914 None. 

Bldg 1046 None.  Bldg 1915 None. 

Bldg 1046 None.  Bldg 1931 None. 

Bldg 1054 None.  Bldg 1932 None. 

Bldg 1061 None.  Bldg 1933 None. 

Bldg 1063 None.  Bldg 1968 None. 

Bldg 1075 None.  Bldg 1969 None. 

Bldg 1170 None.  Bldg 2355 None. 
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Meter Location  Specific Meter 
Requirements  

 Meter Location  Specific Meter 
Requirements 

Bldg 1190 None.  Bldg 2492 None. 

Bldg 1201 None.  Bldg 2493 None. 

Bldg 1204 None.  Bldg 2495 None. 

Bldg 1206 None.  Bldg 2496 None. 

Bldg 1208 None.  Bldg 2496 None. 

Bldg 1216 None.  Bldg 2511 None. 

Bldg 1217 None.  Bldg 3001 None. 

Bldg 1220 None.  Bldg 3002 None. 

Bldg 1223 None.  Bldg 3004 None. 

Bldg 1225 None.  Bldg 3007 None. 

Bldg 1228 None.  Bldg 3014 None. 

Bldg 1229 None.  Bldg 3026 None. 

Bldg 1234 None.  Bldg 3029 None. 

Bldg 1237 None.  Bldg 3030 None. 

Bldg 1240 None.  Bldg 3031 None. 

Bldg 1245 None.  Bldg 3034 None. 

Bldg 1280 None.  Bldg 3056 None. 

Bldg 1281 None.  Bldg 3066 None. 

Bldg 1285 None.  Bldg 3066 None. 

Bldg 1287 None.  Bldg 3066 None. 

Bldg 1288 None.  Bldg 3066 None. 

Bldg 1328 None.  Bldg 3066 None. 

Bldg 1330 None.  Bldg 3086 None. 

Bldg 1345 None.  Bldg 3086 None. 

Bldg 1349 None.  Bldg 3086 None. 

Bldg 1350 None.  Bldg 3086 None. 

Bldg 1351 None.  Bldg 3109 None. 

Bldg 1352 None.  Bldg 3119 None. 

Bldg 1352 None.  Bldg 3121 None. 

Bldg 1352 None.  Bldg 3148 None. 

Bldg 1353 None.  Bldg 3148 None. 

Bldg 1357 None.  Bldg 3148 None. 
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Meter Location  Specific Meter 
Requirements  

 Meter Location  Specific Meter 
Requirements 

Bldg 1358 None.  Bldg 3149 None. 

Bldg 1360 None.  Bldg 3158 None. 

Bldg 1361 None.  Bldg 3188 None. 

Bldg 1362 None.  Bldg 3188 None. 

Bldg 1363 None.  Bldg 3198 None. 

Bldg 1365 None.  Bldg 3212 None. 

Bldg 1366 None.  Bldg 3213 None. 

Bldg 1367 None.  Bldg 3217 None. 

Bldg 1368 None.  Bldg 3222 None. 

Bldg 1369 None.  Bldg 3227 None. 

Bldg 1370 None.  Bldg 3227 None. 

Bldg 1371 None.  Bldg 3236 None. 

Bldg 1372 None.  Bldg 3252 None. 

Bldg 1373 None.  Bldg 3257 None. 

Bldg 1374 None.  Bldg 3285 None. 

Bldg 1375 None.  Bldg 3305 None. 

Bldg 1376 None.  Bldg 3306 None. 

Bldg 1385 None.  Bldg 3320 None. 

Bldg 1398 None.  Bldg 3355 None. 

Bldg 1413 None.  Bldg 3382 None. 

Bldg 1418 None.  Bldg 3409 None. 

Bldg 1419 None.  Bldg 3412 None. 

Bldg 1429 None.  Bldg 3413 None. 

Bldg 1430 None.  Bldg 3416 None. 

Bldg 1442 None.  Bldg 3416 None. 

Bldg 1444 None.  Bldg 3417 None. 

Bldg 1504 None.  Bldg 3422 None. 

Bldg 1506 None.  Bldg 3423 None. 

Bldg 1507 None.  Bldg 3424 None. 

Bldg 1508 None.  Bldg 3446 None. 

Bldg 1509 None.  Bldg 3447 None. 

Bldg 1510 None.  Bldg 3448 None. 
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Meter Location  Specific Meter 
Requirements  

 Meter Location  Specific Meter 
Requirements 

Bldg 1522 None.  Bldg 3449 None. 

Bldg 1524 None.  Bldg 3462 None. 

Bldg 1527 None.  Bldg 3464 None. 

Bldg 1535 None.  Bldg 3465 None. 

Bldg 1535 None.  Bldg 3475 None. 

Bldg 1535 None.  Bldg 3476 None. 

Bldg 1535 None.  Bldg 3479 None. 

Bldg 1535 None.  Bldg 3500 None. 

Bldg 1539 None.  Bldg 3531 None. 

Bldg 1558 None.  Bldg 3534 None. 

Bldg 1558 None.  Bldg 3537 None. 

Bldg 1558 None.  Bldg 3538 None. 

Bldg 1565 None.  Bldg 3542 None. 

Bldg 1568 None.  Bldg 3545 None. 

Bldg 1580 None.  Bldg 3545 None. 

Bldg 1600 None.  Bldg 3575 None. 

Bldg 1601 None.  Bldg 3584 None. 

Bldg 1602 None.  Bldg 3595 None. 

Bldg 1609 None.  Bldg 3608 None. 

Bldg 1610 None.  Bldg 3608 None. 

Bldg 1618 None.  Bldg 3613 None. 

Bldg 1620 None.  Bldg 3615 None. 

Bldg 1621 None.  Bldg 3617 None. 

Bldg 1622 None.  Bldg 3623 None. 

Bldg 1628 None.  Bldg 3629 None. 

Bldg 1629 None.  Bldg 3635 None. 

Bldg 1632 None.  Bldg 3639 None. 

Bldg 1642 None.  Bldg 3640 None. 

Bldg 1656 None.  Bldg 3705 None. 

Bldg 1660 None.  Bldg 3710 None. 

Bldg 1668 None.  Bldg 3715 None. 

Bldg 1671 None.  Bldg 3744 None. 
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Meter Location  Specific Meter 
Requirements  

 Meter Location  Specific Meter 
Requirements 

Bldg 1674 None.  Bldg 3745 None. 

Bldg 1675 None.  Bldg 3756 None. 

Bldg 1677 None.  Bldg 3763 None. 

Bldg 1679 None.  Bldg 3764 None. 

Bldg 1682 None.  Bldg 3765 None. 

Bldg 1685 None.  Bldg 3766 None. 

Bldg 1686 None.  Bldg 3802 None. 

Bldg 1692 None.  Bldg 3812 None. 

Bldg 1711 None.  Bldg 3821 None. 

Bldg 1714 None.  Bldg 4502 None. 

Bldg 1714 None.  Bldg 4522 None. 

Bldg 1715 None.  Bldg 4570 None. 

Bldg 1732 None.  Bldg 4575 None. 

Bldg 1734 None.  Bldg 4691 None. 

Bldg 1735 None.  Bldg 4694 None. 

Bldg 1752 None.  Bldg 4700 None. 

Bldg 1754 None.  Bldg 4730 None. 

Bldg 1762 None.  Bldg 4751 None. 

Bldg 1772 None.  Bldg 4783 None. 

Bldg 1778 None.  Bldg 4864 None. 

Bldg 1781 None.  Bldg 4882 None. 

Bldg 1791 None.  Bldg 4886 None. 

Bldg 1794 None.  Bldg 4919 None. 

Bldg 1794 None.  Bldg 4923 None. 

Bldg 1794 None.  Bldg 4972 None. 

Bldg 1794 None.  Bldg 5014 None. 

Bldg 1794 None.  Bldg 5016 None. 

Bldg 1794 None.    

Bldg 1801 None.    
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J51.2 Wastewater Collection System Metering 
Not Used.   
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